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SCALE:   1/2" = 1'-0"
FRAME TYPES

SCALE:   1/2" = 1'-0"
DOOR TYPES

SCALE:   6" = 1'-0"2 FRAME SILL DTL

SCALE:   3" = 1'-0"3 FRAME DTL - HM SILL WITH GLAZING

SCALE:   3" = 1'-0"4 FRAME DTL - HM MULLION @ GLAZING

SCALE:   3" = 1'-0"5 FRAME DTL - HM JAMB WITH GLAZING @ DRYWALL

SCALE:   3" = 1'-0"6 FRAME DTL - HM JAMB @ GLASS & DOOR

SCALE:   3" = 1'-0"7 FRAME DTL - HM HEAD/JAMB @ DRYWALL - NO DOOR

SCALE:   3" = 1'-0"8 FRAME DTL - HM HEAD WITH GLAZING @ DRYWALL

SCALE:   3" = 1'-0"10 FRAME DTL - HM JAMB @ DRYWALL

SCALE:   3" = 1'-0"11 FRAME JAMB DTL @ GWB

SCALE:   3" = 1'-0"12 FRAME HEAD DTL @GWB - 3-4- AA CHANNEL

SCALE:   1 1/2" = 1'-0"1 TYPICAL DOOR FRAME OFFSET1

SCALE:   3" = 1'-0"9 FRAME DTL - HM HEAD @ DRYWALL
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