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308 Congress Street | Boston, MA 02210 | 617.482.3232 | www.mp-architects.com

Design for the way you work.

FLOOR SLAB OR
ROOF DECK ASSEMBLY

ELEVATION @ HEAD

UNDERWRITERS LABORATORIES, INC.
FIRE RESISTANCE RATINGS - ANSI/UL 263

DESIGN NUMBER U419
NON-BEARING WALL RATING 1 HOUR

SECTION @ HEAD

|-

INSULATION AS REQ'D
ACOUSTIC SEALANT AS REQ'D

EXTEND DRYWALL TO
UNDERSIDE OF DECK

DEFLECTION TRACK, TYP.

CEILING, SEE REFLECTED CEILING
PLAN OR ROOM SCHEDULE

ALL JOINTS SHALL BE TAPED AND

COVERED WITH JOINT COMPOUND.

ALL SCREW HEADS SHALL BE

COVERED WITH JOINT COMPOUND.
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FLEXIBLE SEALANT
11A, 31/2" TOTAL WIDTH STC 43z
2 1/2" STUD - 1/2" GWB - UL RATED INSULATION
11p_ A 7/8" TOTAL WIDTH STC 43+
35/8" STUD - 5/8" GWB
110, 31/8" TOTAL WIDTH STC 38
1 5/8" STUD - 3/4" GWB
" N
11D 1/4" TOTAL WIDTH STC 38

6" STUD - 5/8" GWB

UNDERWRITERS LABORATORIES, INC.
FIRE RESISTANCE RATINGS - ANSI/UL 263

DESIGN NUMBER 1502 (BXUV.I502), SYSTEM A
HORIZONTAL ASSEMBLY RATING 2-HOUR

(2) LAYERS OF LOOSE LAID 1 1/2" THICK MINERAL WOOL
BATTS

MIN 4" WIDE 20 GA (0.0329" MIN MTL THICKNESS),
GALVENIZED STL STEEL STRAP SECURED TO STUDS AT
CENTERLINE OF STUD BAY.

MIN 6", 20 GA (0.0329" MIN MTL THICKNESS), GALVENIZED
STL STUDS W/ MIN 1 5/8" LEGS AT 16" O.C.

(3) LAYERS OF 5/8" TYPE X GWB WITH OFFSET LAYERS

JOINT TAPE AND COMPOUND REQUIRED AT ALL SCREW
HEADS AND GWB JOINTS

MIN 6", 20 GA (0.0329" MIN MTL THICKNESS), GALVANIZED STL
PERIMETER CHANNELS W/ MIN 2" LEGS. FASTENERS AT 24" O.C.
MAX. MAX CLR SPAN FROM VERTICAL LEG TO VERTICAL LEG IS
8'-21/4"

10 7/8" TOTAL WIDTH
GWB-2
Q 6" STUD - 5/8" TYPE X GWB
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UNDERWRITERS LABORATORIES, INC.
FIRE RESISTANCE RATINGS - ANSI/UL 263

DESIGN NUMBER 1501 (BXUV.I501)
HORIZONTAL ASSEMBLY RATING 1-HOUR

MIN 4" WIDE 20 GA (0.0329" MIN MTL THICKNESS),
GALVENIZED STL STEEL STRAP SECURED TO STUDS AT
CENTERLINE OF STUD BAY.

MIN 6", 20 GA (0.0329" MIN MTL THICKNESS), GALVENIZED
STL STUDS W/ MIN 1 5/8" LEGS AT 16" O.C.
(3) LAYERS OF 5/8" TYPE X GWB WITH OFFSET LAYERS

JOINT TAPE AND COMPOUND REQUIRED AT ALL SCREW
HEADS AND GWB JOINTS

MIN 6", 20 GA (0.0329" MIN MTL THICKNESS), GALVANIZED STL
PERIMETER CHANNELS W/ MIN 2" LEGS. FASTENERS AT 24" O.C.
MAX. MAX CLR SPAN FROM VERTICAL LEG TO VERTICAL LEG IS
8'-2 1/4"

7 7/8" TOTAL WIDTH
GWB-1
Q 6" STUD - 5/8" TYPE X GWB
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REVISIONS
NUMBER DESCRIPTION DATE
STAMP

KEY PLAN
DATE.....coiiiiiiii 10/19/2015
SCALE.......ccooiiiiiiis 3'=1-0
DRAWN BY......cccouene SA

PROJECT NUMBER..... SAR15A.00
DRAWING TITLE

HORIZONTAL PARTITION
TYPES

A-011
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