S. STL FLASHING
EXPANSION JOINT

LM TERMINATION
PAVERS

1-9"

VARIES - SEE WINDOW TYPE

CONCRETE BASE, REFER
TO LANDSCAPE DWGS

WATERPROOFING MEMBRANE

STRIP FLASHING ‘ ‘7‘ ‘ ‘7

LIQUID MEMBRANE CANT ‘ ‘:‘ ‘ ‘:‘ ‘ ‘

WINDOW SILL S. STL FLASHING @ EXT DOORS

WINDOW FRAME BEYOND

RUBBER SWEEP TO INTERSECT
W/ JAMB GASKETS

THRESHOLD

WATERPROOFING MEMBRANE
ONTO FOUNDATION WALL

WALK OFF MAT

CONFIRM SMOOTH SUBSTRATE
FOR INSTALLATION OF
WATERPROOFING MEMBRANE. IF
NOT SMOOTH, FILL IN AS
NESSARY TO PREVENT PONDING

=
—
P

EXIST SLAB & FOUNDATION

MTL PNL HEADER @ BRICK

EXIST BRICK

TOP EDGE OF TPO. USE GASKETED

/ —— CONT. MTL COUNTERFLASHING AT

MARINE GRADE PLYWOOD
SHEATHING

CONT. HOOK STRIP
MTL PNL CLIP

6" MTL STUD, ENGINEERED
AS REQ'D

MEMBRANE ON 1/2" PLYWOOD
ROLLER APPLIED AVB
CANT STRIP

TPO COATED MTL FLASHING
CONT TERM BAR

HEAT WELD

\ FULLY ADHERED TPO ROOF

FASTENERS & INSTALL SEALANT AT
TOP EDGE OF FLASHING

1 1/2" DEEP 3/8" REGLET INTO
HORIZONTAL BRICK JOINT MIN OF
18" ABOVE TPO

TPO & LEAD WEDGE INTO REGLET

6" MIN

4" SLOPE

SCALE: 3"=1-0"

SCALE: 3"=1'-0"

FACE OF FRAME ALIGNED W/
FACE OF FOUNDATION WALL

S. STL FLASHING
EXPANSION JOINT

LM TERMINATION ——

PAVERS

1-9"

VARIES - SEE WINDOW TYPE

3/4"

VERTICAL MULLION
T-CLIP, TYP.

SILICONE SHEET TRANSTION INTO
POCKET OF WINDOW SILL

PLASTIC SHIM AS REQ'D, FILL W/
MINERAL WOOL BETWEEN SHIMS

WATERPROOFING MEMBRANE ONTO
FOUNDATION WALL

CAULK & BACKER ROD

CONCRETE BASE, REFER
TO LANDSCAPE DWGS

WATERPROOFING MEMBRANE

%

|
% CONFIRM SMOOTH SUBSTRATE

STRIP FLASHING

Y

LIQUID MEMBRANE CANT

WINDOW SILL S. STL FLASHING @ MAIN ENTRANCES

FOR INSTALLATION OF
WATERPROOFING MEMBRANE.

IF NOT SMOOTH, FILL IN AS
NESSARY TO PREVENT
PONDING

EXIST SLAB & FOUNDATION

1'-0"

—N

EXIST BRICK

—N

4" MIN LAP

—— TYP. MTL PNL CLIP

SILICONE SEALANT — A
GWB J-BEAD B

PTD GWB

6" MTL STUD

4" MIN LAP

o

ROLLER APPLIED AVB. ANY AVB
PENETRATIONS TO BE SEALED
WITH COMPATIBLE SEALANT

SEALANT JOINT. SEALANT TO
BE COMPATIBLE W/ AVB

4" MINERAL WOOL INSULATION W/
26 GA PREPUNCHED GALVANIZED
STL STRAP AT 24" O.C. (2 STRAPS
PER INSULATION BOARD, MIN.)

5/8" TYPE X EXT
SHEATHING

SHEET APPLIED AVB. ANY AVB
PENETRATIONS TO BE SEALED
WITH COMPATIBLE SEALANT

—— MTL PNL

Z-GIRT (GALVANIZED) ATTACHMENT
OVER 1/4" HDPE SHIM. TYP. ANY AVB
PENETRATIONS TO BE SEALED WITH
COMPATIBLE SEALANT, TYP.

MTL PNL @ BRICK TRANSITION FROM NEW EXT WALL

ENGINEERED AS REQ'D

SCALE: 3"=1-0"

1-0"

EXISTING EXTERIOR BRICK WALL

SEALANT & BACKER ROD

SCALE: 3"=1'-0"

1-0"

—N

EXIST BRICK

—N

315/16" MIN LAP

SILICONE SEALANT — /1 /i
GWB J-BEAD o

6" MTL STUD

PTD GWB

4" MIN LAP

ROLLER APPLIED AVB. ANY AVB
PENETRATIONS TO BE SEALED
WITH COMPATIBLE SEALANT

— TYP. MTL PNL CLIP

SEALANT JOINT. SEALANT TO
BE COMPATIBLE W/ AVB

4" MINERAL WOOL INSULATION W/
26 GA PREPUNCHED GALVANIZED
STL STRAP AT 24" O.C. (2 STRAPS
PER INSULATION BOARD, MIN.)

5/8" TYPE X EXT
SHEATHING

SHEET APPLIED AVB. ANY AVB
PENETRATIONS TO BE SEALED
WITH COMPATIBLE SEALANT

MTL PNL

Z-GIRT (GALVANIZED) ATTACHMENT
OVER 1/4" HDPE SHIM. TYP. ANY
AVB PENETRATIONS TO BE SEALED
WITH COMPATIBLE SEALANT, TYP.

MTL PNL @ BRICK TRANSITION FROM NEW EXT

WALL AT COL

ENGINEERED AS REQ'D

SCALE: 3"=1-0"

SEE STRUCT DWGS FOR
STEEL

MTL PNL W/ MITERED CORNERS, TYP.

Z-GIRT & MTL PNL CLIP (GALVANIZED) ATTACHMENT OVER 1/4" HDPE SHIM.
TYP. ANY BRICK PENETRATIONS TO BE SEALED WITH COMPATIBLE

SEALANT. ENGINEERED AS REQ'D

EXT PLAN DTL - MTL PNL RETURN TO EXIST BRICK WALL

Design for the way you work.
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PTD GWB

6" MTL STUD ——

MTL PNL

4" MINERAL WOOL INSULATION W/
26 GA PREPUNCHED GALVANIZED
STL STRAP AT 24" O.C. (2 STRAPS
PER INSULATION BOARD, MIN.)

315/16" MIN LAP 4" MIN LAP

SHEET APPLIED AVB. ANY AVB
PENETRATIONS TO BE SEALED
WITH COMPATIBLE SEALANT

Il 314" RO

GWB CORNER BEAD A /
SILICONE SEALANT

SHIM AS REQ'D, FILL VOIDS
BETWEEN SHIMS W. MINERAL
WOOL INSULATION

SILICONE SHEET FULLY BEDDED

IN SILICONE SEALANT

5/8" TYPE X EXT SHEATHING

P J-GIRT (GALVANIZED) ATTACHMENT

OVER 1/4" HDPE SHIM. TYP. ANY AVB
PENETRATIONS TO BE SEALED WITH
COMPATIBLE SEALANT, TYP.
ENGINEERED AS REQ'D

&
| TYP. MTL PNL CLIP

1
1/2"J

MTL PNL @ HEAD OF CURTAINWALL SYSTEM

] ALUMINUM FLASHING WITH RIVETED &
SEALED END DAMS; COLOR TO MATCH
METAL PANELS

—— MTL HOOK STRIP

—— SILICONE SHEET INTO GLAZING POCKET

SCALE: 3"=1-0"

1 )

1/2" MIN—

EXISTING EXTERIOR BRICK WALL

EXISTING STL COL, VIF SIZE & LOCATION

CONT. BEAD OF SILICONE SEALANT AT
INTERSECTION OF SILICONE SHEET, STL
COL, AND EXIST BRICK WALL

SILICONE SHEET FULLY EMBEDDED
IN SILICONE SEALANT ONTO
EXISTING STL COLUMN

SILICONE SEALANT

SHIM AS REQ'D
NEW CURTAINWALL SYSTEM

1-0"

Y57

=]

SILICONE SHEET INTO
GLAZING POCKET

SEALANT & BACKER ROD

FILL VOID W/ MINERAL
WOOL INSULATION

SEE STRUCT DWGS FOR
STEEL

MTL PNL W/ MITERED CORNERS, TYP.

Z-GIRT & MTL PNL CLIP (GALVANIZED) ATTACHMENT OVER 1/4" HDPE SHIM.
TYP. ANY BRICK PENETRATIONS TO BE SEALED WITH COMPATIBLE SEALANT.

ENGINEERED AS REQ'D

EXT PLAN DTL - NEW CURTAINWALL JAMB
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