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REFRIGERANT PIPING

ACU

1

ACU

2

ACCU-1 ON ROOF
OF BUILDING 2
12' BACK FROM
EDGE OF ROOF,
HVAC FURNISH AND
SUPPLY PITCHED ROOF
SUPPORTS.

NEW REFRIGERANT
PIPING TO ACCU-1 SIZED
PER MANUFACTURER'S
RECOMENDATIONS.
ROUTED ON/ALONG
ROOF ABOVE.

ETR STEAM
CONDENSATE PIPING

ETR 3-½" STEAM LINE
(FIELD VERIFY PIPE SIZES).

T

EXISTING STEAM
FIN TUBE

ABOVE CEILING
TO REMAIN

REFRIGERANT PIPING SIZED
PER MANUFACTURER'S
RECCOMENDATIONS

NEW SPACE
TEMPERATURE
HEATING T'STAT

HPS

T

ETR STEAM LINE

ACU-1
TEMPERATURE
CONTROLLER

ACU-2 TEMPERATURE
CONTROLLER

ETR 3 ½ STEAM
SUPPLY

(CONTRACTOR TO
FIELD VERIFY)

CO

1" COND.
DRAIN

T

1" CONDENSATE DRAIN
DOWN ALONG SIDE OF
BUILDING TO OPEN END
6" ABOVE GRADE.

NEW STEAM CONTROL
VALVE

GATE VALVE
(TYP.2)

CO

ETR STEAM LINE

1" CONDENSATE DRAIN
DOWN ALONG SIDE OF
BUILDING TO OPEN END 6"
ABOVE GRADE.

CEILING BELOW STEAM LINE SHALL BE
CONTINUOUS EGG CRATE IN 24" x48"

SECTIONS LAID END TO END (COORDINATE
WITH ARCHITECTURAL RCP) EGG CRATE

GRILLE SHALL BE AMERICAN LOUVER
ACRYLIC EGGCRATE CORE PANEL, WHITE

COLOR BY GLOBAL INDUSTRIAL.

ETR CONDENSATE DRAIN LINE

ETR STEAM
TRAP AND

VALVING

ETR STEAM RISER

2" COND

ETR 2" CONDENSATE
DRAIN (CONTRACTOR TO

FIELD VERIFY)

ETR
CONDENSATE

DRAIN

ETR STEAM RADIATION
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